










EXISTING SWITCHBOARD SCHEDULE
TAG:GTE SYLVANIA VOLT: 208Y120 3 PHASE 4 WIRE
BUS: 2000 AMPS MAIN: 2000 AMPS  AIC: 65K AMPS SYM

CIRCUIT LOAD DESIGNATION OVERCURRENT DEVICE LOAD REMARKS
NO. FRAME TRIP POLE KVA HP
MAIN MAIN CIRCUIT BREAKER 1200 1200 3

METERING BECo METERING
1 PANELS BB + CC - 300A 3 - -
2 NORMAL EMERG - 300A 3 - -
3 PANEL AA - 225A 3 - -
4 PANELS G2 + G3 - 225A 3 - -
5 ELEVATOR - 125A 3 - -
6 SPARE (OFF) - 125A 3 - -
7 PANEL LGA - 100A 3 - -
8 PANEL LGD - 100A 3 - -
9 PANEL L1B - 100A 3 - -
10 PANEL L2A - 100A 3 - -
11 PANEL KITCHEN - 100A 3 - -
12 PANEL EE + FF 300A 3 - -
13 COMP RM A/C 250A 3 - -
14 PANEL PGB COMP RM A/C 225A 3 - -
15 SPARE (OFF) 225A 3 - -
16 SPARE (OFF) 125A 3 - -
17 SPACE
18 PANEL LGB 100A 3 - -
19 PANEL L1D 100A 3 - -
20 PANEL L1C 100A 3 - -
21 PANEL L2B 100A 3 - -
22 SPACE













DISTRIBUTION PANEL SCHEDULE
PANEL: SD2GA VOLT: 208Y/120 3 PHASE 4 WIRE

BUS: 600 AMPS MAIN: 600 AMPS  AIC: 10K AMPS SYM

CIRCUIT LOAD DESIGNATION OVERCURRENT DEVICE LOAD REMARKS
NO. FRAME TRIP POLE KVA HP

1 PANEL H 400 400 3
2 PANEL LGE 100 100 3
3 COMPUTER ROOM 100 100 3
4 SPARE 100 100 3
5 HEAT JACKET 20 20 1
6 BATTERY CHARGER 30 30 1
7
8

NOTES:
1. PROVIDE LUGS TO ACCOMMODATE FEEDER SIZES AS IDENTIFIED ON THE RISER DIAGRAM FOR

SUPPLY AND ALL LOADS. (THIS NOTE APPLICABLE TO ALL TERMINATIONS.)
2. "SPACE" SHALL CONSTITUTE ALL REQUIRED BUS, SUPPORTS AND HARDWARE

NECESSARY TO INSTALL THE PROTECTIVE DEVICE UP TO THE FRAME LIMITATION INDICATED.
3. NOTES 4-8 ARE OPTIONS WHICH SHALL BE SPECIFCALLY NOTED IN REMARKS FOR INCLUSION.
4. PROVIDE WITH FEED THRU LUGS.
5. PROVIDE WITH 200% NEUTRAL
6. PROVIDE WITH ISOLATED GROUND BUS.
7. PROVIDE SHUNT TRIP AUXILIARY ATTACHMENT TO THE CIRCUIT BREAKER.
8. PROVIDE TRANSIENT VOLTAGE SURGE SUPPRESSION. REFER TO SPECIFICATIONS FOR CLASS.

EXISTING SWITCHBOARD SCHEDULE
TAG:GTE SYLVANIA VOLT: 208Y120 3 PHASE 4 WIRE
BUS: 2000 AMPS MAIN: 2000 AMPS  AIC: 65K AMPS SYM

CIRCUIT LOAD DESIGNATION OVERCURRENT DEVICE LOAD REMARKS
NO. FRAME TRIP POLE KVA HP
MAIN MAIN CIRCUIT BREAKER 1200 1200 3

METERING BECo METERING
1 PANELS BB + CC - 300A 3 - -
2 NORMAL EMERG - 300A 3 - -
3 PANEL AA - 225A 3 - -
4 PANELS G2 + G3 - 225A 3 - -
5 ELEVATOR - 125A 3 - -
6 SPARE (OFF) - 125A 3 - -
7 PANEL LGA - 100A 3 - -
8 PANEL LGD - 100A 3 - -
9 PANEL L1B - 100A 3 - -
10 PANEL L2A - 100A 3 - -
11 PANEL KITCHEN - 100A 3 - -
12 PANEL EE + FF 300A 3 - -
13 COMP RM A/C 250A 3 - -
14 PANEL PGB COMP RM A/C 225A 3 - -
15 SPARE (OFF) 225A 3 - -
16 SPARE (OFF) 125A 3 - -
17 SPACE
18 PANEL LGB 100A 3 - -
19 PANEL L1D 100A 3 - -
20 PANEL L1C 100A 3 - -
21 PANEL L2B 100A 3 - -
22 SPACE
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